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0.0 0.0

0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.1 0.1

0.0 0.0 0.0 0.0 0.0 0.1 0.1 0.2 0.3 0.6 1.0 0.7

0.0 0.0 0.1 0.1 0.1 0.2 0.2 0.6 2.0 3.6 2.3 0.6 0.3 0.1

0.0 0.1 0.1 0.1 0.5 0.7 0.6 1.0 2.0 3.5 4.3 3.8 3.2 1.3 0.3 0.1 0.1 0.1

0.1 0.1 0.3 0.5 2.4 1.7 1.4 1.6 2.0 2.5 3.2 3.7 3.2 2.7 0.4 0.6 0.6 0.2 0.1 0.0 0.0

0.1 0.1 0.2 0.0 2.0 3.2 2.7 1.8 1.8 1.8 2.1 2.5 3.1 4.1 0.7 2.6 2.7 0.7 0.2 0.0 0.0 0.0 0.0 0.0

0.1 0.1 0.3 0.8 3.5 3.5 2.7 1.8 1.6 1.7 1.9 2.2 3.3 0.7 0.1 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.1 0.2 0.3 0.5 4.0 3.7 2.4 1.8 1.6 1.7 2.1 2.4 3.3 4.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.1 0.2 0.5 0.8 3.2 2.5 1.9 1.6 1.6 1.9 2.5 3.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.1 0.2 0.1 3.0 3.5 2.9 2.1 1.8 1.5 1.4 1.6 2.4 3.5 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.1 0.1 0.3 0.9 4.2 3.5 2.4 1.7 1.5 1.3 1.3 1.7 2.9 3.5 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.1 0.2 0.2 0.4 3.4 2.9 1.8 1.4 1.3 1.4 1.6 1.8 2.9 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.1 0.2 0.3 0.6 2.9 2.2 1.9 1.5 1.4 1.5 1.9 2.1 0.0 0.0 0.0 0.0 0.0 0.0

0.1 0.3 0.8 1.8 3.0 2.3 1.8 1.6 1.4 1.4 1.7 2.3 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.1 0.4 0.1 4.8 3.3 1.9 1.4 1.2 1.2 1.3 1.7 0.0 0.0 0.0 0.0 0.0 0.0

0.2 0.4 0.9 3.3 2.8 1.7 1.2 1.0 1.1 1.3 0.0 0.0 0.0 0.0 0.0

0.1 0.1 0.2 0.8 2.4 2.1 1.4 1.1 1.0 1.1 1.4 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.1 0.2 0.7 1.3 1.3 1.3 1.1 0.9 1.0 1.3 3.5 2.8 3.6 0.1 0.1 0.0 0.0

0.0 0.1 0.2 0.5 0.9 1.0 1.1 1.1 1.0 1.0 1.1 1.4 1.9 1.9 3.0 4.2 4.3 3.8 2.9 1.5 0.5 0.2

0.0 0.1 0.2 0.6 1.0 1.1 1.2 1.2 1.3 1.3 1.1 1.2 1.3 1.7 2.4 3.0 3.1 2.5 2.1 1.3 0.6 0.3 0.1 0.1

0.0 0.1 0.2 0.7 1.5 1.7 1.6 1.5 1.6 1.5 1.3 1.2 1.3 1.5 2.0 2.5 2.7 2.2 1.9 1.4 0.9 0.4 0.2 0.1 0.0 0.0

0.0 0.0 0.0 0.3 1.2 2.3 3.1 2.9 2.3 1.8 1.7 1.5 1.5 1.4 1.5 1.7 2.3 2.4 2.0 1.5 1.0 0.4 0.1 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.1 0.5 2.0 3.4 2.9 2.2 2.3 2.5 2.3 1.8 1.4 1.5 2.9 3.4 3.6 2.6 1.7 0.8 0.3 0.1 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.1 0.2 0.6 1.6 1.3 0.7 1.6 3.2 3.1 3.2 2.5 1.2 0.6 0.7 3.8 4.1 3.0 1.5 0.5 0.1 0.0 0.0 0.0 0.0

0.0 0.1 0.1 0.2 0.3 0.4 0.3 0.3 0.8 2.8 2.9 2.5 1.1 0.4 0.6 0.1 1.3 0.7 0.9 0.3 0.1 0.0 0.0 0.0

0.1 0.1 0.2 0.2 0.2 0.4 0.0 0.7 0.3 0.2 0.2 0.2 0.3 0.4 0.2 0.1 0.1 0.0 0.0 0.0

0.1 0.1 0.2 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0

Luminaire Schedule

Symbol Qty Label Description LLF Luminair

e Lumens

Luminair

e Watts

Total 

Watts

[MANUFAC] Mounting 

Height

2 SIGN NFFLD-S-C70-

UNV-66-T-BZ-

TS2LW-NFFLD-BZ

1.000 2711 19.7 39.4 COOPER 

LIGHTING 

SOLUTIONS

1

1 WP ASWPLED1S-15W-

4000K

1.000 2162 15 15 COOPER 

LIGHTING 

SOLUTIONS

15

12 T4FT GALN-SA1C-740-

U-T4FT-QM-BZ-

ZW-W0BBZ / 

SSA4T15WC1

1.000 7098 57 684 COOPER 

LIGHTING 

SOLUTIONS

15

Parking Lot

Illuminance (Fc)

Average = 2.07

Maximum = 4.3

Minimum = 0.9

Avg/Min Ratio = 2.30

Max/Min Ratio = 4.78

7

6




